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SHEET NOTES

(@ REMOVE (E) ELECTRICAL DEVICES. REINSTALL AFTER NEW 2 HOUR
WALL CONTRUCTION. PROVIDE THROUGH PENETRATION PROTECTION
SYSTEM FOR (E) CONDUITS AND 2 HOUR ENCLOSURE FOR (E)
DEVICES.

(2 EXIDE #LTC-125-XM—2-4,
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@ PROVIDE 4" SQUARE BOX ABOVE CEILING AND CONDUIT/WIRING TO THE
DOOR TRACK BUILT-IN SMOKE DETECTOR.

SEEDEINL N

® 1 SE) FACP, CONNECT TO (E) ZONE 2B17 (L. SMOKE DETECTORS,
RM.0125 & 01354).

@ BASED ON WALK-THRU FIELD SURVEY WITH NR. JOHN HUTCHINGS
ON 1/25/95, THE EPO SYSTEM FOR HVAC AND COMPUTER IS INSTALLED.
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@ PONER CONNECTION TO DOOR HOLD OPEN SOLENOID INSIDE THE DOOR
TRACK ASSEMBLY. SEE DETAL a a
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DESIGN CRITERIA

97. PROVIDE EMERGENCY LIGHTING FOR THE BALCONIES AT THE
WEST END OF THE CORRIDORS ON ALL FLOORS.

98. PROVIDE ILLUMINATED EXIT SIGNS AS REQUIRED TO PROPERLY
IDENTIFY EXIT PATHWAYS.

99. THE EXIT CORRIDOR ENCLOSURE, RM 0916, TO HAVE THE
RATING OF THE STAIRWAY.
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100. PROVIDE A 1/12 HOUR RATED AUTOMATIC FIRE DOOR FROM
THE MECHANICAL ROOM TO THE STAIRWAY IN THE BASEMENT.

@—‘ 101. A SINGLE MANUAL INECT

POWER TO COM ENT IN THE COMPUTER
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